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ALL FACILIMES INSTALLED BY DEVELDPER SHALL BE INSPECTED AND APPROVED

BY THE DEPARTMENT CONSTRUCTIDN INSPECTOR (PH 782—5429) ANY GHAM;__ES SHALL
BE APPROVED BY THE DEPARTMENT PRI@R 10 EXECUTTDN *THE DEVELORER SHALL BE
RESPONSIBLE FOR COORDINATTNG ALL PHASES OF CDNSTRUCTION WTH THE- DEPARTMENT
CONSTRUCTION SUPT. (PH‘351 6100) AFTER THE INSPECT@R HAS NOTIFIED

CONSTRUCTION THAT THE CUSTOMER'S WORK IS C@MPLETE AND READY FOR DEPT. WORK

PROVIDE AND INSTALL ALL SUBSTRUCTURES, CONDUITS, (RGLE RISER CONDUIT
EXCEPTED) TRENCHING, BACKFILLING, RESURFA“GING. (EXGERT, AS, NOTED),
ST.

AS SHOWN IN CONFORMANCE WITH THE FOLLOWING wANNDARDS UGS-100, ,100.1,
101, 1151, 116, 1252 -

ACQUIRE A STREET OPENING-PERMIT PRIOR TO E;(QAVA“NG IN STREET+RIGHT-OF ~ WAY.
~

ALL APPLICABLE SERVICE CHARGES/DEROQSITS TO BE PAID TO THE DEPARTMENT PRIOR

10 INSTALI.ATION OF DEPARTMENT FACILITIES

CALL PUBLIC WORKS DEPARTMENT INSRECTION DIVISION (PH 782-5671) FOR
INSPECTION OF STREET OR ALLEY RIGHT-OF-WAY EXGAVATIONS

DEPARTMENT CONSJRUCTIDN INSRECTOR MAY REQUIRE ALL PROPERTY AND/OR ‘
EASEMENT LINES TO BE STAKED PRIOR TO TRENGHING FOR ELECTRICAL UNDERGROUND

-7

DEPARTMENT PARTICIPATION

e T

PROVIDE AND lNSTALL ALL P@LE RISER CONDUITS, CABLES, TERMINATIONS AND
TRANSFORMERS FRDM S@URCE 10 TERMINATING PULLSECTION OR PULLBOX AS SHOWN
IN CONFORMANCE WITH STANDARD CONSTRUCTION METHDDS MATERIALS 10 BE
SPECIFIED' ON JOB MATERIAL L LISTS

OBTAIN CIRCUIT NUMBER AND RECLOSER TYPE FROM SUBSTATION OPERATOR

SYMBOL LEGEND

PRIMARY CONDUIT
//APEROX. LENGTH OF PRIMARY RUN

71 77 QLY, SIZE, & TYPE OF CONDUIT IN TRENCH

e o B S ——

DB - DENOTES DIRECT-BURIED CONDUIT
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\APPROX LENGTH OF SECONDARY RUN
SECONDARY CONDUIT

| TRENGH LNE

COMMERCIAL SUBSURFACE :TRANSFDRMER ENGLOSURE
"RERTUTICINY VAULT. CATALGG. § #586v7BTERQVIDE'W RPM COVERS,

GRATES, VENTS & STA,,I.I‘I_.I_,E;S"S "STEEL HARDWARE. OR APPRGVED EOUAL
INSTALL SIMILAR 0 UGS—751 ’,

BURIE TRANSF RMER ENGLOSURE .

@ .. PEASTIC: RERTITEM; #BTE‘"S‘{}' UGS=72 734“ﬂ1 ATINSTALL RER UGS—7351

OR CDTICRETE PERJTEM, 48IE- =2 OF UGS 734 “INSTALL PER UGS-735 -

PROTECTIVE BARRIERS
INSTALL "PER"UGS=290 AS REQUIRED BY INSRECTOR

RULLBOX (3'X 5') TRAEFIC

] PER ITEM JESB=6 QF UGS=009" ( ;Qm

JOB

TOTAL ESTIMATED DEMAND 10 kva Ve

PERTTEM §RR=8 OF UGS-007 &:UGS-304, INSTALL PER UTS-310 ;
ELECTRIC SERVICE BOX (17°X_30°

&UE ONLY)
INSTALL PER UGS-320
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